NOTICE:

EVEN THOUGH IT IS NOT REQUIRED IN THE ENGINEERING,
CALCULATIONS, THE CONTRACTCOR SHALL PROVIDE

1 CONTINUQUS # 4 REBAR IN THE FOOTING AND

A #4 VERTICAL REBAR AT 48" 0O.C.
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FOUNDATION PLAN

SCALE: 1/4" = 1"-0"

2'-0" OPT. GARAGE EXTENTION

FO0TING & STEM SCHEDULE

CENERAL INFORMATION

SUITE 104
ClLBE R, 5254

AZ
PH. (480) 539—6485 FAX (480) 539—6487

525 N GILBERT RD.,

REFPUBLIC HOMLES, L.L.C

AL 85208

Mesa,
PH. (602) 35/—1858 FAX (602) 35/—-1859

S2271 £, Coralbell Cir.,

lhe lekitone Company
Architectural Drarting Services

S, | FOOTING STEM WALL VERT. REINF. 1. PLUMBING TRENCH BACKFILL SHOULD BE MOISTURE
@ 1" 4" W. X 8" D. CONT.| 6” W. X 18" H. MIN. M@ 72" 0C. CONDITIONED & COMPACTED TO 90% MIN. DENSITY
1 — # 4 HORIZ 1 — # HORIZ. CONT. AT T&B VTERIOR BEARNG FOOTIN A NOT BE PLA
T XWX 8 D CONT| SEE A W/ & O ViR Rigan | 2 INTERIOR BEARING FOOTINGS SHALL NOT BE PLACED
OVER ANY TRENCHES.
NO RTBAR DEPRESSED TOP REQUIRFD
@ 20”50, X 107 D. 67 W, X 147 H. MIN. NO VERT. REBAR | PROVIDE THE FOLLOWING:
16°—4 2 — §4 EACH WAY | — 44 HORIZ. CONT. AT T&B | REQUIRED
26 S0 X 10D | 6 W X 14 H MN. NO VERT. REBAR | FiD; SHEEIES THROUGH STEM WALL AS REQUIRED
@ ﬂ @ @ 3 - 4 EACH WAY | 1 — #4 HORIZ. CONT. AT T&B | REQUIRED
3050 X 127D 67 W. X 14" H. MIN, NO VERT. REBAR | 2. TEE (AS REQ'D.) w/ CAPPED STUB OUT TO FRONT
) | <> 3 — 45 TACH WAY | — #4 HORIZ. CONT. AT T&B | REQUIRFD HOSE BIBB. TEE TO BE INSTALLED ON THE STREET
< 207 SQ. X 107 D. STEM NOT NO VERT. REBAR SIDEOF THE SHUT OFF VALVE.
; ] — 44 EACH WAY APPLICA REQUIR
o \@\ A 2~ #% EACH WA LICABLE EQUIRED 3. P.V.C. SLEEVE(S) UNDER DRIVEWAY & SIDEWALKS
[ @ 26 0. X1 8§ D. STEM NOT NO VERT. REBAR AS REQUIRED BY OWNERS SPEC.
|| — 3 — ji4 EACH WAY APPLICABLE REQUIRED
an . | r T0°S0 X1 8D STEM NOT NO VERT. REBAR 4. CONTROL JOINTS EVERY 400 SF. & 24'-0" 0.C. MAX.
-, — {\é @ | | 3 — #4 EACH WAY APFLICABLE RFQUIRFD & SHALL NOT BE PLACED UNDER ANY TILE FLR.
[ w|= — — -
© S|k 5 : : }HldéKE\%Eé jSLEB b. }DP fa'g%ﬁ CONT. AT ESQ&RETD RESAR 15 70P 0F EXTERIOR FOUNDATION SHALL BE A MIN. OF
E \SOU/ T c - — 127 PLUS 2% ABOVE THE ELEVATION OF THE STREET
__________ - __ I 47 W X 8 D. 8" TURNDOWN X 1" 6" H. MIN. | NO VERT. REBAR GUTTER OR THE INLET OF AN APPROVED DRAINAGE
L — == | NO REBAR | — #4 HORIZ. CONT. AT T&B | REQUIRED DEVICZ PER U.B.C. 1806.4.5.
| - __L___ __________ il @ 20" 50 X 127 . 8" TURNDOWN X 17 8" H. MIN. | NO VERT. REBAR
: :— - 2 — 4 EACH WAY I — 4 HCRIZ. CONT. AT T&B | REQUIRED KEYNOTES
26" 50, X 127 D. 8" TURNDOWN X 17 2" H. MIN. | NO VERT. REBAR
L] @ 3 — B4 EACH WAY 1 — #4 HCRIZ CONT. AT T&B | REQUIRED No. DESCRIPTION
© : : 50750 X 127D |8 TURNDOWN X ' 2" HMIN | NO VERT. REgaR | (1) | 47 CONCRETE SLAB of 47 ABC
w0 AN | 3 = 44 LACH WAY | — 44 HORIZ CONT AT 148 | REQURED @ & CONCRETE SLAB o/ SINIERED GRADE
= @ 36" 30. X 127 D. 6" W. X 14" H. MIN. NO VERT. REBAR
: : 4 — §4 EACH WAY 1 — 44 HORIZ, CONT. AT T&B | REQUIRED @ 77 TIRE STCP
] | HOLD DOWN SCHEDULE @ OPTIONAL PATIO SLAB
[ | @ SIMPSON LTT-20 W/ 1/2" DIA KB—11 4—1/2" EMBED. (ICBO #4627)
| | SIMPSON MTT—22 W/ 5/8" DIA KB—11 7—1/2" EMBED. OR @ 427 SQ. STOOP @ OPTION DOOR
) | — k@N SIMPSON MTT-28B W/ 3/4" DIA. KB—11 7=1/2" MBED.
© ) SMPSON PAHD-42 16" WIDE CONCRETE DRIVEWAY w/ BROOM
| | |
o {0y SIMPSON HPAHD-22 FINISH
: — . E) SMPSON CS-16 X 24" STRAP @ 36" WIDE CONCRETE SIDEWALK
[ | (F)  SMPSON CS—16 X 427 STRAP 42" % 427 5100P FOR CONDENSER
) | @  SMPSON MAS UNIT HOLD 8" AWAY FROM STEMWALL
| | {H> SIMPSON MST 48 FLOOR TIES @
| |
“ | | HOSE BIEB
o~ I NOTE: FOUNDATION HOLDOWNS REQUIRE DOUBLE FULL HEIGHT STUDS
_FI | : @ AT EACH HOLDOWN. @ GAS METER
29 |ﬂE (12) | FLECTRICAL SERVICE ENTRANCE
[ I e
:J . CARAGE (3) | FVC SV
I
| ; PLUMBING WALL
!
N BUILDER SHALL FURNISH @ BEARING WALL
= & INSTALL 2" DIA. P.E.
SLEEVE NOT LESS THAN NOT USED
/ 2" BELOW SURFACE OF
I NPATIO & OF 1. FIREFLACE FOUNDA TTON . ~ DRIvEwAY.
WSCALE: /4 = 170 o] T
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