GENERAL INFORMATION
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1. USE SIMPSON H2.5 @ EA. TRUSS/JOIST AND EVERY
OTHER STUD. IF SPAN CXCEEDS 22° AT UNCLOSED
AREAS AND GARAGES, USE 1 ANCHORS PER
TRUSS/JOIST AND 1 ANCHOR PER STUD. FRAMING
ANCHOR OF TYPE THAT ENGAGES BOTH PLATES
(FRAMING ANCHOR AT STUD MAY BE OMITTED IF
PLYWD OR EQUAL SHEATHING IS USED WITH NAILS
TO TOP PLATE, EXCEPT UNCLOSED AREAS AND
GARAGE.)
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MONIER SADDLEBACK TAUPE CONCRETE TILE
(.C.B.O. #2093) o/ 304 FELT PAPER

WESTERN 1-KOTE STUCCO SYSTEM {1.C.B.0. #3899)
o/ FOAM BD. (ON AIS BOARD @ ATIIC AREAS)

2x STUDS @ 247 0.C. — NON—BEARING WALLS
INTERIOR

2x STUDS @ 16" 0.C. — INT. BEARING WALLS &
EXTERIOR WALLS - UN.C.
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