7

O ©
<+
O
LEGEND GENERAL INFORMATION I >
— ———— SHEAR WALL . ALL WINDOWS HEADER HEIGHT TO BE 8-0" \I R
<j> SHEAR WALL SCHEDULE w/ STANDARD FRAMED OPENINGS — U.N.C. Lu]
POT SHELF ~ ¢ o
@ HOLD DOWN SCHEDULE . WALL FRAMING — U.N.O. — {SEE SHEET G1 FOR o Q
BEEERTTZZ BEARING WALL EYTERIOR WALLS — 2t @ 1on o AL INFORMATION m N R o
- X L
R 11 INSULATION (&) KEY NOTE INTERIOR BEARING WALLS — 2x6 @ 16" O.C. ) 0
INTERIOR NON BRG. — 2x4 @ 247 0.C. -
SHEARWALL SCHEDULE - INSULATION: ::§ 0 é
R—13 BATTS @ EXT. 2x4 WALLS — UNO % N
SHEARWALL FOUNDATION  ANCHORAGE R-19 BATTS @ EXT. 2x6 WALLS — UNO Q
SILL PLATE NAILING R=30 CEILING — UNO e N
NOTE: R—11 BATTS @ ALL INT. WALLS — UNO :]:: < O
ALL CEILING HEIGHTS EXTERIOR: 1/27 DIA ABS AT 48" 0.C. /16d NAILS @ 127 O.C. R-13 BATTS MIN. BTW. GARAGE & i 00
ARE OETIONAL 9 HIGH. 1/27 C.WB INTERIOR: HILTI PINS DN-62 AT 9" 0.C. /16d NAILS @ 8" O.C. RESIDENCE WALLS & CLG. — TYP. L <+
- g BEARING t QO
54 @ 77 0.C. , \
@ v/ R INTERIOR: HILTI PINS DN-62 AT 18" 0.C. /16d NAILS @ 12" 0.C.| 4. FOR GAS APPLIANCES & FIXTURES PROVIDE Q o~ |
— 5/8" GWB NON-BEARING COMBUSTION AIR & VENTILATION AIR PER g - o
W8, CHAPTER 7 UM.C. M
w/ 6d @ 7" 0.L. | \NTERIOR: 1/2" DIA WEDGE ANCHORS (ICBO APPRD.) @ SAME _ O % 10
I OPTION  SPACING AS EXT. WALLS AND EMBED 2-1/4" MIN. . PROVIDE 5/8" TYPE 'X’ GYP. BOARD ON WALLS
33-8" IN GARAGE, PARTY WALLS, AND ALL CEILINGS [l:] zf - 3
, » + . . ] . EXTERIOR: 1/2” DIA AB.S AT 48" 0.C. /16d NAILS @ 12°0.C. G e
8-10 v 8-6 10-2 5 -0 -2 1/2" GWB. INTERIOR: HILTI PINS DN-62 AT 12" 0.C. /16d NAILS @ 12" O.C. 3 Ny
W/ 54 @4 0C | ONESDE , KEYNOTES IO NENG
OR INTERIOR: 1/2" DIA WEDGE ANCHORS (ICBO APPRD.) @ SAME [:1\& 0
5/8" G.W.B. OPTION ~ SPACING AS EXT. WALLS AND EMBED 2-1/4" MN. [N o. DESCRIPTION @ -
w/ 6d ® 4" 0.C. ggTEEl%FlgEgm PINS DN-62 AT 8" 0.C. /16d NAILS @ 6" 0.C. @ RANGE JOVEN — OFTIONAL GAS LLI 0 é
@ ) PREWIRE FOR MICROWAVE %
60 40 XO 4>12' PANEL 40 10 X0
o | & = s . ey ) ) EXTERIOR: 1/2° DIA AB’S AT 48" 0. /16d NALS @ 6" 0.c. | (2) | BULT-IN OVEN — OPTIONAL GAS — O © X
! | : @ 1/2RE$E§/88HT3.P.A_ INTERIOR: HILT PINS DN-62 AT 6" 0.C. @ REFRIGERATOR ~ PRE-PIUVG FoR 162 VAer |
' | | w/ Bd @ 6" 0.C. | INTERIOR: 1/2" DIA WEDGE ANCHORS (ICBO APPR'D.) @ SAME NOT USED o~ 1 ILO
! Y I OPTION  SPACING AS EXT. WALLS AND EMBED 2-1/4 WN. | (4) O 09
© Q{) I s : \ ; DISHWASHER — PROVIDE APPROVED AIR GAF ()\
LA S’YI{I,CCLG | 1/2° 0R 3/8" AP.A | EXTERIOR: 1/27 DIA ABS AT 32° 0.C. /164 NALS @ 4” 0.C. () | B Sy s N
MSTR SUITE /| <4> RATED SHTG. \ , NOT USED 0N
AR — | o/ 84 © 4 0. | NTERIOR: 1/2° DIA WEDGE ANCHORS (IcBO APPRD.) @ SuE | (5) > O
& 1" CE{;}R(FQEPTT’ VAULT) : | SPACING AS EXT. WALLS AND EMBED 2-1/4" MIN. @ SOUBLE SNK w/ DISPOSAL Q = 8
: , L ] ) | | 1/2 OR 3/8" Ap.A | EXTERIOR: 1/2" DIA ABS AT 247 O.C. /18d NALLS @ 4” 0. SEER CABNETS Sy 8
= i ' ~ = I ™ | EXTERIOR: 1/27 DIA AB.S AT 24" 0.C. /16d NAILS @ 4" 0.C. Y N O e X
| oy 50 B8 BI-PASS = | RATED SHTG. ) - ; O
- N | w/ Bd @ 3 0c. | NTERIOR: 1/2" DIA WEDGE ANCHORS (ICBO APPRTD.) @ SAME Ve CABIETS N s <
o : MSTR BATH ~ : | SPACING AS EXT. WALLS AND EMBED 2-1/4” MIN. . N
© 8'—1" CLG
178" s-8" . | g z-100 r-g 50" | : NOTE: 1" EMBEDMENT AT HILTI PINS (ICBO #1290) - TYPICAL NOT USED O >~ S
Ly = ©
) ;hw 1 y NOTE: PER 1991 UB.C. TABLE 25-K-I OR 1994 UB.C. TABLE 23-I-K-1: AP.A. RATED (1) | PANTRY. W/ SHELVES EVENLY SPACED C O
_ o [ 1 x SHEATHING SHEAR PANELS REQUIRE FIELD NAILING OF 12" 0.C. 5T USED _®
0 RV | =Ml i HOLC DOWN SCHEDULE @ VS35
3 & 2 i y H @ NDT USED + O QN
= q//’b Y | 2| L 1 - M (A) SIMPSON LTT-20 W/ 1/2" DIA KB-11 4-1/2" EMBED. (ICBO #4627) _ X 3 Rt
*(L @ @ | | | SIMPSON MTT—22 W/ 5/8” DIA KB—11 7-1/2" EMBED. OR 307x60" PRE-FAB FIBERGLASS TUB/SHOWER hy L
| ] L SIMPSON MTT—283 W/ 3/4” DIA. KB—11 7—1/2” EMBED. QJ O
N = L o NOT USED () O~
0 ' | {C) SIMPSON PAHD-42 @ |\ N
“| | . ¥ (D) SIMPSON HPAHD-22 NOT USED DI
o | ey I_Ll @ ~ LLI O
<2> —F / N {E) SIMPSON CS—16 X 24" STRAP ; ©
s %] ris) | b} | | " NOT USED — N
°|o Q | | @ SIMPSON CS5—16 X 427 STRAP q) \Q -
© =) o - . : : : (G) SIMPSON MAS NOT USED Q) N T
T = STARS: -
BEDROOM 2 ® © ‘ }2 ?}QSEEEDSS%??E” : . H DCORS AND WINDOWS — UNO 34”x60" SHOWER W/TEMP. GLASS DOOR § 0 Q
L v - - . , o
M A 7 R Q " 210 50 | K i ALL WINDOWS SHALL HAVE A MINIMUM u VALUE OF 0.73 NOT USED L
—_ T 3
A ; S CARPET PONY WALL l * | ALL EXTERIOR DOORS ARE SOLID CCRE 1-3/4” THICK
\a5/ = +42 i I ALL INTERIOR DOORS ARE HOLLOW CORE 1-3/8" THICK NOT USED - 00202020202020m
- /| ALL DOORS BETWEEN LIVING SPACE AND GARAGE SHALL BE SOLID CORE 1-3/8" THICK (::)
. } w/ SELF CLOSER AND TIGHT FITTING PER UBC SEC. 302.4 >
- - s | / @ | B o
i 1M"-8" w| 2'—4 11°=10" '] L :| @ MOISTURE RESISTANT GYP. BD. o/ WALLS @ —
— SHR. / TUB / W.C. COMPARTMENT — U.B.C. SEC. 251
) [26 68 HC MEDIA FLEX AREA ’— : : | | LAVATORY <E
g-1" CLG . ||
i 4 68 HC :: e || <:> NOT USED _
m’af —4" 34 10'-0" Q>| N | AN
. & 1 8 g N " | RECESSED MEDICINE CABINET
= oIl €3 | i 2 R I ]
I = 1 [T 1 Iy — — - - — 1 1 = Qi
i @ . @ 427 MIRROR, RUN ENTIRE LENGTH OF VANITY
Q o RAISED 3" OFF BACKSPLASH D)
@ 5y VANITY
w0 ) T || 0D\ @
© B L—————T NOT USED ]
-u,} T @ 50 68 BI-PASS T
¥ 1 ROD, 1 SHELF
NOT USED (Y~
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(::) WASHER/DRYER — OPT. GAS O
N ( )
: I BEQRQOM,3" T BEDROOM 4 X DRYER VENT — NOT T0 EXCEED 14'-0" FOR 470 ]
= e N | 13=2" X 11°=Q" © C) AND 28'—0" FOR 59 PER U.M.C. =
- @ CARPET 0 8'-1" CLG Z ! PROVIDE 100 SQ. IN. VENTING FOR MAKE-UP AR =
o 2 Q{) . CARPET o -
e 0 <::> STANDARD SHELF OR OPTIONAL WALL CABINETS S 5
i i ° LINEN — 5 SHELVES EVENLY SPACED. - -
2 g
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s} @ UTILITY SINK lj__—'
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WATER HEATER — OPTIONAL GAS
1
o L &
’ ' . ' ’ TEMPERATURE & PRESSURE RELIEF VALVE @+6” " 444400002029 =
50 3f XO 50 36 XO ABOVE GRADE & 36" AWAY FROM DWELLING ENTRANCE :
| | PROVIDE PLATFORM © +18” @ ALL APPLIANCES PROJECT NO.:
I I IN_ GARAGE — U.M.C. SEC. 308.1 RH99—0504
| o o o o o | PIPE BALLARD PER
I /=7 i 411 Z2-8 6—7 i 611 I IN GARAGE — U.M.C. SEC. 308.1 DRAWN BY:
o on 14"x8" SCREENED VENTS @ TOP & BOTTOM
' 2578 ' w/ OPT GAS WATER HEATER WITHIN 12" OF S. PREUSS
|I I| CEILING & FLOOR U.M.C. 707.1 & TABLE 7A DATE: 10 AUG 99
| | 5/8” TYPE 'X’ GYP. BD. @ WALLS & 2 LAYERS
¥ EJ| ON CEILING IN GARAGE REVISIONS
| = g . R11 SOUND BATT INSULATION Rev. |DATE.
i N O . — i
L —— I 5/8  TYPE X' GYP. BD. — SEE NOTE &5 ,
I
NOT USED
(+) 3
ATTIC SCUTTLE 4
LINE OF CEILING CHANGE — SOFFIT = 0 =

SECOND FLOOR FLOOR PLAN

SCALE: /4" = 1"-0"

POT SHELF

2x6 WALL

INTERIOR BEARING WALL

NOT USED

2" x 2" SKYLIGHT

HOSE BIBE

ELECTRICAL SERVICE ENTRANCE

GAS METER LOCATION

NOT USED




