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FIRST FIOOR FIEFCTIRICAL PL AN

SCALE: 1/4" = 1'-0"

© GAS OPT. ONLY

LOAD CALCULATIONS

O KEYNOTES

GENERAL INFORMATION

,

Y

. COMPLY TO U.B.C. SEC. 310.4& N.E.C. FOR MECH. &
ELECTRICAL EQUIPMENT LOCATION REQUIREMENTS

SURFACE MCUNTED INCADESCENT LIGHT FIXTURES IN
CLOTHES CLOSET SHALL MAINTAIN 127 BTW. FIXTURE
& THE NEAREST POINT OF STORAGE — N.E.C. 410-8(d)

e

e

SEE SHEET €1 FOR N.E.C. , UB.C & U.L REGULATIONS

DESCRIPTION

EXHAUST FAN

20 AMF. CIRCUIT BREAKER OQUTLET - 1 LEG
SWITCHED @ DISPOSAL, 1 LEG HOT @ DISHWASHER

CEILING QUTLET FOR AUTOMATIC GARAGE
DOOR OPENER — GFI PER N.E.C. SEC. 210-8

NOT USED

DRYER VENT THRU WALL

A/C COMPRESSOR DISCONNECT — COORDINATE
LOCATION w/ MECHANICAL CONTRACTOR

OPTIONAL METHOD WHEN SERVICE ENTRANCE EXCEEDS 100 AMPS.
20-2(b) 1. Dwelling, area in square feet — 2076 x 3 watts per sq. ft. 6,228
20-3(c) 2. Loundry circuit, each at 1500 watts. . . . . . . 1,500
20-3(b} 3. 2 or more small appliance circuits each at 1500 watts . . . = . 3,000
220-19 4, Range at name plate rating S 12,000
Col. A, 5. Dryer (use 5000 or name plate rating if larger). . . . . 5,000
220-3 6. Dishwasher . . /50
220-3 7. Garbage disposer /50
220-3 8. Water heater . . . . . .. 4,500
220-17 9, Cooling, unit FLA + 25% of larger motor 440-33. . = . . 10,065
Total watts, less cool /heat 33,728
NOTE: Ist. 10,000 watts at 100% . . . . [ 10,000
lggAbVﬁg[gsolgﬁéﬂgE Remainder at 40% Total —10,000 x .40 = G491
(ltem 11 Heating} Use Larger. . . . [ 10,063

(ltem 12 Coaling). o
Total Watts 10,000 + 40% + 10063 . . 29,554

7995 /\/ E C TOTAL WATTS
che WATTS 29,554 = 240 VOLTS = 123.14 AMPS

W/P GFI @ SERVICE PANEL

200 AMP SERVICE PANEL — LOCATE PER UTILITY
CO. @ OPT. GAS LOCATE PER C.O.M. DTL GP-22

WINDAMERE HOMES
5855 E. MCDOWELL RD.
Z

35215

MESA,

NOT USED

ELECTRICAL PANEL SCHEDULE

SINK w,/ DISPOSAL

DISHWASHER

200 AMP 115/230 V¥, 10, 3W PANEC, 175AMCB OR 200 AMCB

RANGE — OPTIONAL GAS

REFRIGERATOR — PRE-PLUMB FOR ICEMAKER

86/66,666 66 @6 66000000600

No. CIRCUIT LOAD|O| T|PILOAD|P|T|0 CIRCUIT
GEN. LTG. 1200 | A[15 65000 50 A| RANGE/OVEN SCUTTLE ACCESS w/ SWITCH AND LIGHT. SEE
TYPICAL ATTIC INSTALLATION DIAGRAM.
B 2 B
6000 | APPROVED FOR DAMP LOCATIONS
A 2250 30] A| WATER HEATER
B 2250 | 2 B| | DOOR BELL — WIRE TO CHIMES
(] A 2435 60| A| AC UNIT CHIMES — WIRE FROM DOOR BELL
DISHWASHER 1500 | B |20 5495 | 2 Bl |
DISPOSAL A 1200 | 1[15] A oFa LIGHT & SWITCH w/ OPT. DOOR
APPLIANCE CKT. B 1500 | 1| 1] B| ADD. APPLIANCE NERORSTRT
APPLIANCE CKT. A A
CAS METER LOCATION PER C.O.M. DETAIL
WASHER B B G.P.—12. EXAMPLE A OR B.
DRYER 2250 | A |30 A REINFORCE J—BOX FOR STANDARD PREWIRE
| 2250 | B B PACKAGE FOR CEILING FAN
REINFORCE J—BOX FOR OPTIONAL PREWIRE
ONE | INE DIAGRAM PACKAGE FOR CEILING FAN
MAXIMUM AVAILABLE FAULT
CURRENT = 10,000 AMPS. ELEC TR/CAL SYMBOLS
UNDERGROUND
S.E.S.-200 AMP v TERMINATION CABINET

120/240v 1¢-3W
NEMA 3R BRACED
FOR 10,000 ACI

(1) #4 C.U. GASBOND O
AS REQUIRED

(1) #4 C.U. COLD O )
WATERBOND /_

(1) #4 x 20° C.U.

(W

C

PER POWER COMPANY
REQUIREMENTS

(2) C. TO TRANSFORMER
PER POWER COMPANY
REQUIREMENTS

UFER

SECOND FLOOR FILECTIRICAL PLAN

SCALE: 1/4" = 1'-0"

RECESSED CAN LIGHT

= "VAPOR PROOF" LIGHT

= STD. LIGHT

= STD. WALL MOUNT LIGHT
= SID. SWITCH

= STD. DUPLEX QUTLET
STD. SWITCHED QUTLET

= SID. 220v. OUTLET

= STD. FLOOR OUTLET

= STD. CEILING FAN

Koeseowop&O

%= OPT. CLG. FAN / STD. LIGHT

= LOW VOLTAGE OUTLET
= TELEVISION OQUTLET
= TELEPHONE

= EXHAUST FAN 5 AIR
CHANGES PER HOUR

= FUSED DISCONNECT SWITCH
= CHIMES

= CONDENSOR MOTOR

PUSH BUTTON SWITCH

= SMOKE DETECTOR

= FLOURESCENT LIGHT

= SPOT LIGHT

= S-BULB LIGHT

= EXT. REC. CAN TYP.
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