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KEYNOTES

SEE COVER SHEET FOR DOPTION INFORMATION

DESCRIPTION

1. WALL FRAMING — UNQ:
EXTERIOR WALLS — 2x4 @ 18" a.c.
INTERIOR BEARING WALLS — 2x4 @ 18" o.c.
INTERIOR NON BRG, — 2x4 @ 247 a.c.

2. INSULATION:

R-30 ROOF - UNO
R—13 BATTS @ EXT. 2x4 WALLS — UNO
R-19 BATTS @ EXT. 2x6 WALLS - UNO
R—13 BATTS MIN, BTW, GARAGE &
RESIDENCE WALLS & CLG. — TYP.

3. FOR GAS APPLIANCES & FIXTURES PROMDE
COMBUSTION AIR & VENTILATION AIR PER
CHAPTER 7 U.M.C.

FCR GAS APPLIANCES & FIXTURES PROVIDE
MFG. RECOMMENDED CLEARANCES

PROVIDE PRESSURE BALANCE OR THERMO. MIXING
VALVE TYP. CONTROL VALVES FOR ALL SHOWER
AND TUB COMBOS,

ALL FIRST FLOCR WINDOW HEADER HEIGHTS
TO BE 7'-0" UND

ALL SECOND FLOOR WINDOW HEADER HEIGHTS
TO BE 7-0" UNO

ALL DOOR HEADER HEIGHTS TO BE 6'-8" UNO

. GLAZING—ALL WINDOWS AND EXTERIOR DOORS

TO BE DUAL GLAZED.
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RANGE /OVEN W/ HOOD

MICROWAYE LOCATION W/ PREWIRC

REFRIGERATOR SPACE— PRE-PLUMB FOR
ICE MAKER

DCUBLE SINK W/ DISPOSAL

DISHWASHER-PROVIDE APPROVED AIR GAP

FITTING PER 1991 UPC SEC 608 OR 1994 UPC
SEC 807.4.

COOKTOP

ISLAND

PANTRY: W/5 SHELVES EVENLY SPACED

UPPER AND LOWER CABINETS

UPPER CABINETS

LOWER CABINETS
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BREAKFAST BAR

RANGE VENT

NOT USED

NOT USED

NOT USED

NOT USED

OPTIONAL ISLAND

OPTIONAL PANTRY

ORTIONAL UPPER AND LOWER CABINETS

OPTIONAL UPPER CABINETS

OPTIONAL LOWER CABINETS

OPTIONAL DESK

OPTIONAL BREAKFAST BAR

NOT USED

NOT USED

NOT USED

WASHER / DRYER SPACE-WASHER ALWAYS ON LEFT

4" DRYER VENT THROUGH ROOF — NOT
TO EXCEED 14'-C” PER UBC W/ MAX. OF
2-890" ELBOWS PER UMC 504-3-2

16" SHELF ABOVE WASHER / DRYER SPACE

CABINETS ABOVE WASHER / DRYER SPACE

LAUNDRY SINK

NOT USED

OPTIONAL LAUNDRY SINK W/ CABINET

NOT USED

FULL HT. OR PONY WALL W/ TEMP. GLASS ENCLOSURE

2x6 WALL

RECESSED MEDICINE CABINET

MIRROR RUNNING ENTIRE LENGTH OF VANITY

PRE-FAE GARDEN TUB

PRE-FAB FIBERGLASS SHOWER
WITH TEMP GLASS DOOR
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PRE-FAB FIBERGLASS TUB / SHOWER
W/ ROD FOR SHOWER CURTAIN

®

WATER CLOSET PROVIDE 15" (MIN.} ON EACH
SIDE AND 24" (MIN.) CLEAR SPACE IN FRONT

MOISTURE RESISTANT GYP. BD. ON WALLS @
SHOWER / TUB / W.C. COMPARTMENT

LINEN CLOSET W/ 5 SHELVES EVENLY SPACED

NOT USED

NOT USED

OPTIONAL VANITY SINK

OPTIONAL LINEN CLOSET W/ 5 SHELVES

1 RGD, 1 SHELF

2 RODS, 2 SHELVES

5 SHELF SHOE RACK

NOT USED

NOT USED

NOT USED

DECO DRAIN

B' TALL BRIDGE W/ FLAT ARCH BELOW

1/2" EXT. RATED GYP. BD. ON PATIO CLG. ICBO #2240

1/4" SLOPE PER FOOT

AT ELEVATION ‘A" ONLY

AT ELEVATION 'B" ONLY

AT ELEVATION 'C" ONLY

® EEEEeEEIYBEOBEEEED ®

ELECTRICAL PANEL LOCATION PER UTILITY CO.

IF PANEL IS LOCATED ON THE SAME SIDE AS THE GAS
METER, INSTALL PANEL PER CITY OF MESA DETAIL
G.P. 22 EXAMPLE ‘A" OR 'R’

GAS METER LOCATION PER UTILITY CO, IN MESA
INSTALL PER DETAIL GP 12 EXAMPLE ‘A" OR 'B'

HOSE BIBB W/ ANTI-SIPHON VALVE
{(VARIES PER CITY METER LOCATION}

WATER HEATER

PROVIDE PLATFORM @ +18" @ ALL APPLIANCES
IN GARAGE PER MECH. CODE

F®B® &

SOUD GROUTED PIPE BOLLARD IF REQUIRED
PER 1991 UMC 508 OR 1994 UMC 308.1

TEMPERATURE # PRESSURE RELIEF VALVE
© +6" ABOVE GRADE & 368" AWAY FROM
ENTRANCE

/ND FLOOR PLAN

147x8” SCREENED VENTS @ TOP & BOTTOM W/
OPT. GAS WATER HEATER WITHIN 12" OF CEILING
& FLOCR. PER 1991 UMC 607(a), TABLE 6A, 802
OR 1994 UMC 707.1, TABLE 7A, 702,

5/8" TYP. X' GYP. BD @ USEABLE AREAS UNDER

STAIRS, BEARING WALLS AND GARAGE CEILING AND
WALLS ADJACENT TO LIVING AREA.

30x22 ATTIC SCUTTLE PER 1991 UBC 3205{a)
OR 1994 UBC 15051, SEE DET 4/A5

4" TRE STOP

LINE OF CEILING CHANGE

LINE OF FLOCRING CHANGE

16" DEEP POT SHELF — W/ VAULT OPT. ONLY AT §-5

14" DEEP POT SHELF — W/ VAULT OPT. ONLY AT &'-5

SHELF

INTERIOR BEARING WALL

PONY WALL @ +42" UNO

MECHANICAL CHASE

DRAWN BY:
[i] PLAN

REL.DATE: 3-25-95

Rev. DATE:

—_

| s (N

ARCHED OPENING FROM 7'-0" TOQ 7-6°

SOLID CORE DOOR SELF CLOSING TO LIVING
SPACES 1 3/8" TIGHT FITTING

STOOP FOR CONDENSER UNIT HOLD 6" AWAY
FROM HOUSE

OPTIONAL MEDIA NICHE SEE OPTICNS SHEET

NOT USED

OPTIONAL FIREPLACE / MEDIA NICHE SEE CPTIONS

OPTIONAL BAY WINDOW SEE OPTIONS SHEET

OPTIONAL 2' GARAGE EXTENSION SEE OPTIONS SHEET

PLAN #

2404

OPTIONAL 4' GARAGE EXTENSION SEE OPTIONS SHEET

OPTIONAL SERVICE DOOR W/ STOOP

WITH OPTION ONLY

BRICGE W/FLAT ARCH BELOW SEE C/AS

A/C DUCT RUN TO ATTIC SPACE ABOVE KITCHEN
AND LIVING ROOM

G OBEREEBEBBRYE® ® EEEEEVIPIFIE®| @ | @ |

ALTERNATIVE LOCATION OF A/C PAD IF ELECTRICAL
PANEL 15 LOCATED AT RIGHT SIDE WALL

®

HATCHED WALL TC FORM SGFFIT ABOVE CABINET
ONLY, SEE SECTION C SHEET A5
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